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APPENDIX G. LIGHTS, PLUG LOAD AND OCCUPANCY SCHEDULES

TableG.1.1 Lighting, Plug Load and Occupancy Schedules (Fraction of Weekday Per Load)
for Building Open 24/7
0 1 2 3 4

Building Type | Peak Density |Day of Week 5 6 7 8 9 |10 |11 |12 |13 |14 |15 |16 |17 |18 |19 |20 |21 |22 |23
ASM Lights 1.59 W/ft? |Weekday 1.001.001.001.00|1.00 |1.001.001.001.00 |1.00 |1.00 |1.00|1.00|1.00 |1.00 |1.00 |1.00|1.001.00{1.00 [1.00 |1.00 |1.00 |1.00
Sat. 1.001.00 |1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

sun. 1.001.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 | 1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 [1.00 |1.00 {1.00 | 1.00

Hol. 1.001.00 |1.00 [1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

Plugs 0.19 W/ft? [Weekday 1.001.001.001.00|1.00|1.001.001.001.00 |1.00|1.00 |1.00|1.00|1.00 |1.00 |1.00 |1.00|1.001.00{1.00 [1.00 |1.00 |1.00 |1.00

Sat. 1.001.00 1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

sun. 1.001.00{1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 {1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 [1.00 |1.00 {1.00 | 1.00

Hol. 1.001.00 |1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

Occ. \Weekday 0.700.700.70]0.70|0.70 | 0.70 | 0.70 | 0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 0.70

Sat. 0.700.70 ]0.70|0.70 |0.70 |0.70 |0.70 | 0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 |1.00 | 1.00 | 1.00 | 1.00 [1.00 | 1.00 |1.00 | 1.00 |1.00 |0.70

sun. 0.70]0.70 {0.70|0.70 |0.70 |0.70 ] 0.70 | 0.70 | 1.00 | 1.00 {1.00 {1.00 | 1.00 {1.00 | 1.00 | 1.00 |1.00 | 1.00 |1.00 | 1.00 |1.00 {1.00 |1.00 |0.70

Hol. 0.700.70 ]0.700.70 |0.70 |0.70 |0.70 | 0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 [1.00 | 1.00 |1.00 | 1.00 | 1.00 |0.70

EDU Lights 1.45 W/ft? | Weekday 1.001.001.001.00|1.00 |1.001.001.001.00 |1.00 |1.00 |1.00|1.00|1.00 |1.00 |1.00 |1.00|1.001.00{1.00 [1.00 |1.00 |1.00 |1.00
Sat. 1.001.00 |1.00 [1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

sun. 1.001.00{1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 [1.00 |1.00 {1.00 | 1.00

Hol. 1.001.00 |1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

Plugs 0.48 W/ft? [Weekday 1.001.001.001.00|1.00|1.001.001.001.00 |1.00|1.00 |1.00|1.00|1.00 |1.00 |1.00 |1.00|1.001.00{1.00 [1.00 |1.00 |1.00 |1.00

Sat. 1.001.00 |1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

sun. 1.001.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 [1.00 |1.00 {1.00 | 1.00

Hol. 1.001.00 |1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

Occ. \Weekday 0.700.700.70]0.70 |0.70 | 0.70 | 0.70 | 0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 0.70 | 0.70 ]0.70 |0.70 | 0.70 | 0.70 | 0.70

Sat. 0.700.70 |0.70|0.70 |0.70 |0.70 |0.70 | 0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 |1.00 | 1.00 | 1.00 |0.70 |0.70 |0.70 |0.70 | 0.70 |0.70 | 0.70

sun. 0.70]0.70 {0.70|0.70 |0.70 |0.70 ] 0.70 | 0.70 | 1.00 | 1.00 {1.00 |1.00 | 1.00 {1.00 | 1.00 | 1.00 |1.00 |0.70 |0.70 |0.70 |0.70 |0.70 |0.70 | 0.70

Hol. 0.700.70 ]0.700.70 |0.70 |0.70 |0.70 | 0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 0.70 |0.70 | 0.70 |0.70 | 0.70 |0.70 | 0.70

FDS Lights 1.75 W/ft? | Weekday 1.001.001.001.00|1.00|1.001.001.001.00 |1.00|1.00 |1.00|1.00|1.00 |1.00 |1.00 |1.00|1.001.00{1.00 [1.00 |1.00 |1.00 |1.00
Sat. 1.001.00 |1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

sun. 1.001.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 {1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 [1.00 |1.00 {1.00 | 1.00

Hol. 1.001.00 |1.00 [1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

Plugs 1.2 W/ft?  [Weekday 1.001.001.001.00|1.00|1.001.001.001.00 |1.00|1.00 |1.00|1.00|1.00 |1.00 |1.00 |1.00|1.001.00{1.00 [1.00 |1.00 |1.00 |1.00

Sat. 1.001.00 1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

sun. 1.001.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 {1.00 [1.00 |1.00 {1.00 | 1.00

Hol. 1.001.00 |1.00 [1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

Occ. \Weekday 0.60|0.60 |0.60 ]0.60 |0.60 | 0.60 | 0.60 | 0.60 | 0.60 |0.60 | 0.86 |0.86 | 0.86 | 0.86 |0.86 |0.60 | 0.60 | 0.86 | 0.86 |0.86 |0.86 |0.86 |0.86 | 0.86

Sat. 0.60 |0.60 |0.60 |0.60 |0.60 |0.60 |0.60 |0.60 |0.60 |0.60 |0.86 |0.86 |0.86 |0.86 |0.86 |0.60 |0.60 |0.86 [0.86 |0.86 |0.86 |0.86 |0.86 |0.86

sun. 0.60]0.60 |0.60 |0.60 |0.60 [0.60 |0.60 |0.60 |0.60 |0.60 {0.86 |0.86 |0.86 |0.86 |0.86 |0.60 |0.60 |0.86 |0.86 |0.86 |0.86 |0.86 |0.86 |0.86

Hol. 0.60]0.60 |0.60 |0.60 |0.60 |0.60 |0.60 |0.60 |0.60 |0.60 |0.86 |0.86 |0.86 |0.86 |0.86 |0.60 |0.60 |0.86 [0.86 |0.86 |0.86 |0.86 |0.86 |0.86

OFF Lights 1.32 W/ft? |Weekday 1.001.001.001.00|1.00 |1.001.001.001.00 |1.00 |1.00 |1.00|1.00|1.00 |1.00 |1.00 |1.00|1.001.00{1.00 [1.00 |1.00 |1.00 |1.00
Sat. 1.001.00 |1.00 [1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

sun. 1.001.00{1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 [1.00 |1.00 {1.00 | 1.00

Hol. 1.001.00 |1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

Plugs 0.64 W/ft? [Weekday 1.001.001.001.00|1.00|1.001.001.001.00 |1.00 |1.00 |1.00 |1.00|1.00 |1.00 |1.00 |1.00|1.001.00{1.00 [1.00 |1.00 |1.00 | 1.00

Sat. 1.001.00 |1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

sun. 1.001.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 {1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 [1.00 |1.00 {1.00 | 1.00

Hol. 1.001.00 |1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

Occ. \Weekday 0.700.700.70]0.70|0.70 | 0.70 | 0.70 | 0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 {0.70 [0.70 | 0.70 | 0.70 | 0.70

Sat. 0.700.70 ]0.70|0.70 |0.70 |0.70 |0.70 | 0.70 | 1.00 | 1.00 | 1.00 | 1.00 {0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 [1.00 |0.70 |0.70 |0.70 |0.70 | 0.70

sun. 0.70]0.70 {0.70|0.70 |0.70 |0.70 ] 0.70 | 0.70 | 1.00 | 1.00 {1.00 |1.00 |0.70 {1.00 | 1.00 | 1.00 |1.00 | 1.00 | 1.00 |0.70 |0.70 {0.70 |0.70 | 0.70

Hol. 0.700.70 ]0.700.70 |0.70 |0.70 |0.70 | 0.70 | 1.00 | 1.00 | 1.00 | 1.00 {0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 |1.00 |0.70 |0.70 | 0.70 |0.70 | 0.70

RET Lights 1.88 W/ft? |Weekday 1.001.001.001.00 |1.00 |1.001.001.001.00 |1.00|1.00 |1.00|1.00|1.00 |1.00 |1.00 |1.00|1.001.00{1.00 [1.00 |1.00 |1.00 |1.00
Sat. 1.001.00 |1.00 [1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

sun. 1.001.00{1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 {1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 [1.00 |1.00 |1.00 | 1.00

Hol. 1.001.00 |1.00 {1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

Plugs 0.4 W/ft?  [Weekday 1.001.001.001.00|1.00|1.001.001.001.00 |1.00|1.00 |1.00|1.00|1.00 |1.00 |1.00 |1.00|1.001.00{1.00 [1.00 |1.00 |1.00 |1.00

Sat. 1.001.00 1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

sun. 1.001.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 |1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 [1.00 |1.00 {1.00 | 1.00

Hol. 1.001.00 J1.00 {1.00 {1.00 {1.00 | 1.00 }1.00 §1.00 }1.00 |1.00 }1.00 {1.00]1.00 |1.00}1.00 {1.001.00 {1.00|1.00 {1.00|1.00 |1.00 |1.00

G-1



Building Type | Peak Density |Day of Week | 0 1 2 3 4 5 6 7 8 9 |10 |11 |12 |13 |14 |15 |16 |17 |18 |19 |20 |21 |22 |23
Occ. Weekday 0.70]0.7010.700.700.70 |0.70 | 0.70 |0.70 | 0.70 | 1.00 { 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 |1.00 |0.70 | 0.70

Sat. 0.700.70 ]0.70 |0.70 |0.70 |0.70 |0.70 | 0.70 |0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 [1.00 | 1.00 |1.00 | 1.00 |0.70 |0.70

Sun. 0.7010.7010.70 0.70 ]0.70 [0.70 |0.70 |0.70 |0.70 | 1.00 | 1.00 | 1.00 | 1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |0.70 |0.70

Hol. 0.700.70 ]0.70|0.70 |0.70 |0.70 |0.70 | 0.70 |0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 [1.00 | 1.00 |1.00 | 1.00 |0.70 | 0.70

WHS Lights 1.19 W/ft? |Weekday 1.00{1.00{1.00]1.001.00|1.00]1.001.00}1.001.00{1.00|1.00}1.001.00|1.00|1.00|1.00]1.00}1.00|1.00|1.00/1.00}1.00}1.00
Sat. 1.001.00 1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

Sun. 1.00{1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 [1.00 |1.00 |1.00

Hol. 1.001.00 |1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 {1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

Plugs 0.15 W/ft* |Weekday 1.00{1.00{1.00]1.001.00|1.00]1.001.00}1.001.00{1.00|1.00]1.001.00}1.00|1.00]1.00]1.00}1.00|1.00|1.00/1.00}1.00}1.00

Sat. 1.001.00 1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 {1.00 {1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

Sun. 1.00{1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00 |1.00

Hol. 1.001.00 |1.00 [1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 {1.00 {1.00 |1.00 {1.00 {1.00 |1.00 |1.00 |1.00 |1.00

Occ. Weekday 0.70]0.7010.700.700.70 |0.70 | 0.70 | 0.70 | 1.00 | 1.00 { 1.00 | 1.00 | 0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 0.70 | 0.70 | 0.70 | 0.70 | 0.70 | 0.70

Sat. 0.700.70 ]0.70|0.70 |0.70 |0.70 |0.70 | 0.70 | 1.00 | 1.00 | 1.00 | 1.00 {0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 [0.70 |0.70 |0.70 | 0.70 |0.70 | 0.70

Sun. 0.7010.7010.70 0.70 ]0.70 ]0.70 |0.70 |0.70 | 1.00 | 1.00 | 1.00 |1.00 |0.70 | 1.00 |1.00 |1.00 |1.00 |1.00 {0.70 |0.70 |0.70 |0.70 |0.70 | 0.70

Hol. 0.700.70 ]0.70 }0.70 ]0.70 }0.70 |0.70 | 0.70 | 1.00 | 1.00 | 1.00 | 1.00 |0.70 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 |0.70 |0.70 |0.70 |0.70 |0.70 | 0.70

TableG.1.2 Lighting, Plug Load and Occupancy Schedules (Fraction of Weekday Per Load)
for Building Open Monday Through Friday

Building Type | Peak Densities |Day of Week 12 |13 |14 |15 |16 |17 |18 |19 |20 |21 | 22 | 23
ASM Lights1.59 W/ft> |Weekday 0.47]0.47]0.47]0.20 ]0.20 ]0.20 |0.20 |0.20 ] 0.20 | 0.20 | 0.63 | 0.63 | 0.63 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 0.47 |0.47 | 0.47 |0.47 | 0.47
Sat. 0.02]0.02 |0.02 |0.02 |0.02 |0.02 | 0.02 |0.02 |0.02 |0.17 {0.17 |0.17 | 0.35 |0.35 | 0.35 | 0.35 | 0.35 | 0.35 | 0.35 | 0.35 | 0.35 | 0.35 | 0.17 | 0.02

Sun. 0.02 ]0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.17 |0.17 |0.17 ] 0.35 | 0.35 ] 0.35 ] 0.35 | 0.35 | 0.35 ] 0.35 | 0.35 ] 0.35 ] 0.35 | 0.17 | 0.02

Hol. 0.02]0.02 |0.02 |0.02 |0.02 |0.02 | 0.02 |0.02 |0.02 |0.17 |0.17 |0.17 | 0.35 | 0.35 | 0.35 | 0.35 | 0.35 | 0.35 | 0.35 | 0.35 | 0.35 | 0.35 | 0.17 | 0.02

Plugs 0.19 W/ft? |Weekday 0.53]0.53]0.53]0.53]0.53]0.53]0.53]0.53]0.53]0.53]0.78 |0.78 |0.78 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 0.53 ] 0.53 ] 0.53 |0.53 ] 0.53

Sat. 0.26 ]0.26 |0.26 |0.26 |0.26 |0.26 |0.26 |0.26 | 0.26 |0.26 |0.33 |0.33 |0.42 |0.42 | 0.42 | 0.42 | 0.42 | 0.42 | 0.42 | 0.42 | 0.42 ]0.42 | 0.26 | 0.26

Sun. 0.26 ]0.26 |0.26 |0.26 |0.26 | 0.26 |0.26 |0.26 |0.26 |0.26 |0.33 |0.33 |0.42 |0.42 |0.42 |0.42 |0.42 |0.42 |0.42 |0.42 | 0.42 |0.42 | 0.26 |0.26

Hol. 0.26 ]0.26 |0.26 |0.26 |0.26 |0.26 |0.26 |0.26 | 0.26 |0.26 |0.33 |0.33 | 0.42 |0.42 | 0.42 | 0.42 | 0.42 | 0.42 | 0.42 | 0.42 | 0.42 ] 0.42 | 0.26 | 0.26

Occ. Weekday 0.17]0.050.050.050.050.05]0.05]0.05]0.05]0.05}0.29 | 0.29 | 0.29 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 0.17 | 0.17 | 0.17 | 0.17 | 0.17

Sat. 0.00]0.00 |0.00 |0.00 |0.00 [0.00 |0.00 |0.00 |0.00 |0.00 {0.03 |0.03 |0.03 |0.18 |0.18 | 0.18 |0.18 | 0.18 | 0.18 | 0.18 | 0.18 |0.05 [0.00 | 0.00

Sun. 0.00]0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.03 |0.03 ]0.03 |0.18 |0.18 |0.18 |0.18 |0.18 | 0.18 | 0.18 | 0.18 | 0.05 | 0.00 | 0.00

Hol. 0.00]0.00 |0.00 |0.00 |0.00 [0.00 |0.00 |0.00 |0.00 |0.00 {0.03 |0.03 |0.03 |0.18 |0.18 | 0.18 |0.18 | 0.18 | 0.18 | 0.18 | 0.18 | 0.05 |0.00 | 0.00

EDU Lights 1.45 W/ft? |Weekday 0.11]0.11]0.11]0.11]0.11]0.11]0.11]0.38 ]0.90 |1.00 | 1.00 | 1.00 | 0.86 | 0.86 | 0.86 |0.76 |0.57 |0.57 | 0.43 |0.43 |0.43 ]0.38 |0.11 ]0.11
Sat. 0.11]0.11{0.110.11}0.11 |0.11]0.11 |0.11 |0.11 |0.11 {0.11 |0.11 |0.11 {0.11 |0.11 | 0.11 |0.11 |0.11 |0.11 |0.11 |0.11 |0.11 |0.11 |0.11

Sun. 0.11)o.11)0.11}o.11}0.11}0.11|0.11]0.11]0.11]0.11]0.11]0.11]0O.11]0.11]0.11]0.11]0.11]0.11]0.11]0.11]0.11]0.11]0.11]0.11

Hol. 0.11]0.11{0.110.11{0.11 /0.11]0.11 |0.11 |0.11 |0.11 {0.11 |0.11 |0.11 {0.11 |0.11 | 0.11 |0.11 |0.11 |0.11 |0.11 |0.11 |0.11 |0.11 |0.11

Plugs 0.48 W/ft? |Weekday 0.02]0.02]0.02 ]0.02 ]0.02 ]0.32 ]0.32]0.32 | 1.00 | 1.00 | 1.00 | 1.00 | 0.84 | 0.84 | 0.84 ] 0.74 | 0.53 | 0.53 ] 0.37 | 0.37 | 0.37 | 0.32 | 0.02 | 0.02

Sat. 0.02 ]0.02 0.02 |0.02 |0.02 |0.02 | 0.02 |0.02 | 0.02 |0.02 {0.02 |0.02 | 0.02 |0.02 | 0.02 | 0.02 |0.02 | 0.02 | 0.02 |0.02 |0.02 |0.02 |0.02 | 0.02

Sun. 0.02 ]0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 ]0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02

Hol. 0.02]0.02 |0.02 |0.02 |0.02 |0.02 | 0.02 |0.02 | 0.02 |0.02 {0.02 |0.02 | 0.02 |0.02 | 0.02 | 0.02 |0.02 | 0.02 | 0.02 | 0.02 |0.02 |0.02 |0.02 | 0.02

Occ. Weekday 0.000.000.000.000.00}0.00}0.00 |0.06 |0.83 1.00 | 1.00 | 1.00 | 1.00 | 0.89 ]0.89 ]0.89 ] 0.89 ]0.50 ] 0.17 | 0.06 | 0.17 | 0.22 ]0.22 | 0.11

Sat. 0.00]0.00 {0.00 |0.00 |0.00 [0.00 |0.00 |0.00 |0.00 |0.00 {0.00 [0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 {0.00 [0.00 |0.00

Sun. 0.00]0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00

Hol. 0.00]0.00 |0.00 |0.00 |0.00 [0.00 |0.00 |0.00 |0.00 |0.00 {0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 {0.00 [0.00 |0.00

FDS Lights 1.75 W/ft? |Weekday 0.43]0.43]0.28]0.19]0.19]0.19]0.33]0.52 ]0.52 |]0.71 ]0.71 |1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 0.90 | 0.43 ] 0.43
Sat. 0.15]0.10 |0.07 |0.07 |0.07 |0.07 |0.12 | 0.15 | 0.25 | 0.25 {0.32 |0.32 | 0.32 | 0.32 | 0.32 | 0.32 | 0.32 | 0.35 | 0.35 | 0.35 | 0.35 | 0.28 | 0.25 |0.22

Sun. 0.15]0.10 |0.07 |0.07 |0.07 ]0.07 |0.12 | 0.15 | 0.25 | 0.25 | 0.32 | 0.32 | 0.32 | 0.32 | 0.32 ] 0.32 | 0.32 | 0.35 ] 0.35 | 0.35 | 0.35 ] 0.28 | 0.25 | 0.22

Hol. 0.15]0.10 |0.07 |0.07 |0.07 |0.07 |0.12 | 0.15 | 0.25 | 0.25 |0.32 |0.32 | 0.32 | 0.32 | 0.32 | 0.32 | 0.32 | 0.35 | 0.35 | 0.35 | 0.35 | 0.28 | 0.25 | 0.22

Plugs 1.2 W/ft2  |Weekday 0.59]0.59]0.49]0.42]0.42]0.420.52 |0.66 |0.66 |0.79]0.79 |1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 0.93 | 0.59 | 0.59

Sat. 0.25]0.21 {0.18 |0.18 |0.18 |0.18 | 0.22 | 0.25 | 0.33 |0.33 0.39 | 0.39 | 0.39 |0.39 | 0.39 | 0.39 | 0.39 | 0.42 | 0.42 | 0.42 | 0.42 ] 0.36 |0.33 | 0.31

Sun. 0.25]0.21]0.18 |0.18 |0.18 |0.18 |0.22 | 0.25 | 0.33 | 0.33 ] 0.39 | 0.39 | 0.39 | 0.39 | 0.39 | 0.39 | 0.39 | 0.42 | 0.42 | 0.42 | 0.42 ] 0.36 | 0.33 ] 0.31

Hol. 0.25]0.210.18 |0.18 |0.18 |0.18 | 0.22 | 0.25 | 0.33 |0.33 0.39 | 0.39 | 0.39 |0.39 | 0.39 | 0.39 | 0.39 | 0.42 | 0.42 | 0.42 | 0.42 ] 0.36 |0.33 | 0.31

Occ. Weekday 0.220.020.00}0.00 |0.00 |0.00 0.02 ]0.02 ]0.05 0.05 ] 0.22 ] 0.54 ] 0.86 ] 0.76 ] 0.43 ] 0.22 | 0.27 ] 0.54 ] 0.86 | 0.86 | 0.86 | 0.86 | 0.54 ] 0.38

Sat. 0.03]0.00 |0.00 |0.00 |0.00 [0.00 |0.00 |0.00 |0.01 |0.01 {0.03 |0.08 | 0.08 |0.08 |0.05 |0.05 |0.05 |0.05 |0.11 |0.14 |0.11 |0.05 |0.03 | 0.03

Sun. 0.03]0.00|0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.01 |]0.01 ]0.03 |0.08 |0.08 |0.08 |0.05 |0.05 |0.05 |0.05 |0.11 |0.14 |0.11 | 0.05 |0.03 | 0.03

Hol. 0.03]0.00 |0.00 |0.00 |0.00 [0.00 |0.00 |0.00 |0.01 |0.01 {0.03 |0.08 | 0.08 |0.08 |0.05 |0.05 |0.05 |0.05 |0.11 |0.14 |0.11 |0.05 |0.03 | 0.03

OFF Lights 1.32 W/ft? |Weekday 0.18]0.18]0.18]0.18 ]0.18 ]0.23]0.23]0.42 ]1.00 |1.00 | 1.00 | 1.00 ] 0.90 | 1.00 | 1.00 | 1.00 | 1.00 | 0.61 ] 0.42 | 0.42 ] 0.32 ] 0.32 |0.23 ] 0.18
Sat. 0.18]0.18 0.18 |0.18 |0.18 |0.18 ]0.18 |0.18 | 0.18 | 0.18 {0.18 |0.18 | 0.18 |0.18 | 0.18 | 0.18 | 0.18 | 0.18 | 0.18 | 0.18 | 0.18 | 0.18 | 0.18 | 0.18

Sun. 0.18]0.18]0.18 ]0.18 ]0.18 ]0.18 |0.18 |0.18 ]0.18 |0.18 |0.18 |0.18 ] 0.18 |0.18 |0.18 |0.18 |0.18 |0.18 ] 0.18 |0.18 |0.18 ] 0.18 |0.18 ] 0.18

G-2



Building Type | Peak Densities |Day of Week | 0 1 2 3 4 5 6 7 8 9 |10 |11 |12 |13 |14 |15 |16 |17 |18 |19 |20 |21 |22 |23
Hol. 0.18]0.18 |0.18 |0.18 |0.18 |0.18 |0.18 |0.18 |0.18 |0.18 |0.18 |0.18 |0.18 | 0.18 |0.18 |0.18 |0.18 |0.18 |0.18 |0.18 |0.18 | 0.18 |0.18 | 0.18

Plugs 0.64 W/ft* |Weekday 0.4710.47 |0.47 | 0.47 |0.47 ]0.50 | 0.50 | 0.63 | 1.00 | 1.00 {1.00 | 1.00 | 0.94 | 1.00 | 1.00 | 1.00 | 1.00 | 0.75 | 0.63 | 0.63 | 0.56 |0.56 |0.50 | 0.47
Sat. 0.47]0.470.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47

Sun. 0.47 10.47 |0.47 |0.47 |0.47 |0.47 | 0.47 |0.47 | 0.47 | 0.47 |0.47 |0.47 | 0.47 |0.47 | 0.47 | 0.47 |0.47 | 0.47 |0.47 | 0.47 | 0.47 |0.47 |0.47 |0.47

Hol. 0.47]0.47|0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47

Occ. Weekday 0.000.000.00{0.00 |0.00 |0.00 |0.11 |0.21 {1.00 |1.00 | 1.00 |1.00 | 0.53 |1.00 |1.00 | 1.00 | 1.00 | 0.32|0.11 {0.11 |0.11 | 0.11 |0.05 | 0.05
Sat. 0.00]0.00]0.00]0.00]0.00]0.00]0.05]0.05]0.05]0.05]0.05]0.05]0.05]0.05]0.05]0.05]0.05]0.05]0.00{0.00|0.00|0.00{0.00|0.00

Sun. 0.00]0.00 |0.00 |0.00 |0.00 [0.00 |0.05 |0.05 |0.05 |0.05 {0.05 |0.05 |0.05 |0.05 |0.05 |0.05 |0.05 |0.05 |0.00 |0.00 |0.00 {0.00 [0.00 |0.00

Hol. 0.00]0.00 |0.00 |0.00 |0.00 |0.00 |0.05 |0.05 |0.05 |0.05 |0.05 |0.05 |0.05 |0.05 |0.05 |0.05 |0.05 |0.05 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00

RET Lights 1.88 W/ft? |Weekday 0.18]0.180.180.18 |0.18 |0.18 |0.18 | 0.18 | 0.18 | 0.32 {0.61 | 1.00 | 1.00 {1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 |0.32 |0.32 ]0.32 |0.32 | 0.18
Sat. 0.11]0.11]0.11]0.11]0.11]0.11]0.11]0.11]0.11]0.11]0.13 ]0.26 |0.35]0.35]0.35 ]0.35 ]0.35 |0.26 |0.17 |0.11 |0.11 |]0.11 |0.11 |0.11

Sun. 0.11]0.110.11{0.11 |0.11 |0.11]0.11 |0.11 |0.11 |0.11 {0.13 |0.26 | 0.35 |0.35 | 0.35 | 0.35 | 0.35 | 0.26 |0.17 |0.11 |0.11 |0.11 |0.11 |0.11

Hol. 0.11]0.11]0.11]0.11]0.11]0.11]0.11]0.11]0.11]0.11 ]0.13 ]0.26 |0.35]0.35 ]0.35]0.35]0.35]0.26 |0.17 |0.11 |0.11 |]0.11 |0.11 |0.11

Plugs 0.4 W/ft>  |Weekday 0.25]0.250.250.250.25 ]0.25 ] 0.25 | 0.25 | 0.25 | 0.38 | 0.65 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 |0.38 |0.38 {0.38 | 0.38 | 0.25
Sat. 0.25]0.25]0.25]0.25 |0.25 ] 0.25 | 0.25 | 0.25 | 0.25 | 0.25 | 0.28 | 0.47 | 0.60 | 0.60 | 0.60 | 0.60 |0.60 |0.47 ]0.35 | 0.25 | 0.25 | 0.25 | 0.25 | 0.25

Sun. 0.25]0.25 0.25 |0.25 |0.25 |0.25 | 0.25 |0.25 | 0.25 | 0.25 |0.28 | 0.47 | 0.60 |0.60 |0.60 |0.60 |0.60 |0.47 |0.35 |0.25 |0.25 |0.25 |0.25 |0.25

Hol. 0.25]0.25]0.25]0.25 |0.25 ] 0.25 | 0.25 | 0.25 | 0.25 | 0.25 | 0.28 | 0.47 | 0.60 | 0.60 | 0.60 ] 0.60 | 0.60 |0.47 ] 0.35 ] 0.25 | 0.25 | 0.25 | 0.25 | 0.25

Occ. \Weekday 0.00|0.00{0.00 {0.00 |0.00 |0.00 | 0.00 | 0.00 |0.00 |0.13 ] 0.25 | 0.63 | 0.88 | 0.88 | 0.88 | 0.88 | 1.00 | 0.88 | 0.63 0.13 [0.13 | 0.13 | 0.13 | 0.00
Sat. 0.00]0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.05 |0.09 |0.18 |0.18 |0.18 |0.18 | 0.18 | 0.09 | 0.05 | 0.00 | 0.00 |0.00 |0.00 |0.00

Sun. 0.00]0.00 {0.00 |0.00 |0.00 [0.00 |0.00 |0.00 |0.00 |0.00 {0.05 [0.09 |0.18 |0.18 | 0.18 | 0.18 |0.18 | 0.09 |0.05 |0.00 |0.00 {0.00 |0.00 |0.00

Hol. 0.00]0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.05 |0.09 |0.18 |0.18 |0.18 | 0.18 | 0.18 | 0.09 | 0.05 | 0.00 | 0.00 |0.00 |0.00 |0.00

WHS Lights 1.19 W/ft? [Weekday 0.17]0.170.170.17|0.17 |0.17 | 0.17 | 0.69 | 0.79 | 1.00 | 1.00 | 1.00 | 0.90 | 1.00 | 1.00 | 1.00 |0.38 | 0.38 | 0.17 |0.17 | 0.17 |0.17 |0.17 | 0.17
Sat. 0.17]0.17]0.17]0.17 |0.17]0.17 |0.17 |0.17 |0.17 |]0.17 |0.17 |0.17 |0.17 |0.17 |]0.17 |0.17 |0.17 |0.17 |]0.17 |0.17 | 0.17 | 0.17 |0.17 | 0.17

Sun. 0.17]0.17 |0.17 |0.17 |0.17 |0.17 |0.17 |0.17 |0.17 | 0.17 |0.17 |0.17 | 0.17 |0.17 | 0.17 | 0.17 |0.17 | 0.17 |0.17 |0.17 | 0.17 |0.17 |0.17 | 0.17

Hol. 0.17]0.17]0.17]0.17 |0.17]0.17 |0.17 |0.17 |0.17 |]0.17 |0.17 |0.17 |0.17 |0.17 |]0.17 |0.17 |0.17 |0.17 |]0.17 |0.17 |]0.17 | 0.17 |0.17 | 0.17

Plugs 0.15 W/ft* |Weekday 0.67]0.67 |0.67 |0.67 |0.67 |0.67 |0.67 | 0.88 |0.92 |1.00 {1.00 |1.00 |0.96 | 1.00 | 1.00 | 1.00 |0.67 |0.67 | 0.67 | 0.67 |0.67 |0.67 |0.67 | 0.67
Sat. 0.67]0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67

Sun. 0.67 ]0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67

Hol. 0.67]0.67|0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67

Occ. \Weekday 0.100.100.10]0.10|0.10 |0.10 |0.10 |0.21}0.79 | 1.00 | 1.00 | 1.00 | 0.58 | 1.00 | 0.95 | 0.95 | 0.26 | 0.10 | 0.10 {0.10 [0.10 | 0.10 |0.10 | 0.10
Sat. 0.00]0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00

Sun. 0.00]0.00 {0.00 |0.00 |0.00 [0.00 |0.00 |0.00 |0.00 |0.00 {0.00 [0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 {0.00 [0.00 |0.00

Hol. 0.00]0.00]0.00 ]0.00 ]0.00 ]0.00 ]0.00 |0.00 ]0.00 |0.00 |0.00 |0.00 ]0.00 |0.00 |0.00 ]0.00 |0.00 |0.00 ]0.00 |0.00 |0.00 ]0.00 |0.00 ]0.00

TableG.1.3 Lighting, Plug Load and Occupancy Schedules (Fraction of Weekday Per Load)
for Building Open Monday Through Friday and Saturday
0 1 2 3 4 5 6 7 8 9 |10 |11 |12 |13 |14 |15 | 16

Building Type | Peak Densities |Day of Week 17 |18 |19 |20 | 21 |22 | 23
ASM Lights 1.59 W/ft? |Weekday 0.47 10.4710.47 |0.20 | 0.20 {0.20 | 0.20 | 0.20 | 0.20 |0.20 | 0.63 |0.63 | 0.63 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 0.47 |0.47 | 0.47 | 0.47 | 0.47 |0.47
Sat. 0.47 |0.47 10.47 |0.20 |0.20 |0.20 |0.20 | 0.20 |0.20 J0.20 ] 0.63 |0.63 |0.63 | 1.00 | 1.00 | 1.00 |1.00 |1.00 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47

Sun. 0.02 |0.02 ]0.02 |0.02 |0.02 0.02 |0.02 |0.02 |0.02 |0.17 | 0.17 0.17 |0.35 | 0.35 ]0.35 | 0.35 | 0.35 |0.35 | 0.35 | 0.35 | 0.35 | 0.35 | 0.17 |0.02

Hol. 0.02 |0.02 ]0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 J0.17]0.17 }0.17 | 0.35]0.35]0.35]0.35 ] 0.35 ] 0.35 ] 0.35 ] 0.35 ] 0.35 ] 0.35 | 0.17 | 0.02

Plugs 0.19 W/ft* |Weekday 0.53 ]0.530.530.530.53 {0.53]0.53|0.530.53 |0.530.78 |0.78 |0.78 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 0.53 |0.53 |0.53 | 0.53 | 0.53 | 0.53

Sat. 0.53 ]0.530.530.53 ]0.53 |0.53 ]0.53 ]0.53 |0.53 |0.530.78 |0.78 |0.78 | 1.00 | 1.00 | 1.00 |1.00 |1.00 J0.53 ]0.53 ]0.53 ]0.53 ] 0.53 ] 0.53

Sun. 0.26 |0.26 [0.26 |0.26 |0.26 |0.26 |0.26 |0.26 |0.26 |0.26 [ 0.33 |0.33 |0.42 |0.42 ]0.42 | 0.42 | 0.42 |0.42 | 0.42 | 0.42 | 0.42 | 0.42 | 0.26 |0.26

Hol. 0.26 |0.26 ]0.26 |0.26 |0.26 |0.26 | 0.26 | 0.26 |0.26 |0.26 | 0.33 |0.33 | 0.42 ] 0.42 ] 0.42 ]0.42 | 0.42 | 0.42 ] 0.42 ] 0.42 ] 0.42 ] 0.42 ] 0.26 | 0.26

Occ. Weekday 0.17 |0.05 |0.05 ]0.05 [0.05 |0.05 | 0.05 | 0.05 | 0.05 |0.05 | 0.29 |0.29 |0.29 | 1.00 | 1.00 | 1.00 |1.00 | 1.00 |0.17 |0.17 | 0.17 |0.17 |0.17 | 0.17

Sat. 0.17 |0.05 ]0.05 |0.05 |0.05 |0.05 |0.05 |0.05 |0.05 J0.05]0.29 |0.29 |0.29 |1.00 |1.00 | 1.00 |1.00 |1.00 }0.17 }0.17 |0.17 |0.17 |0.17 |0.17

Sun. 0.00 |0.00 [0.00 |0.00 |0.00 {0.00 |0.00 |0.00 |0.00 |0.00{0.03 {0.03 |0.03 |0.18 0.18 |0.18 | 0.18 |0.18 | 0.18 | 0.18 | 0.18 | 0.05 |0.00 |0.00

Hol. 0.00 |0.00 0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 J0.00]0.03 J0.03 ]0.03 ]0.18 |0.18 ]0.18 |0.18 | 0.18 ] 0.18 ] 0.18 ] 0.18 ] 0.05 | 0.00 | 0.00

EDU Lights 1.45 W/ft? [Weekday 0.430.3810.110.11{0.11 {0.11 |0.11 |0.38]0.90 |1.00{ 1.00 {1.00 | 1.00 | 1.00 |1.00 | 1.00 | 0.86 |0.86 |0.86 |0.76 |0.57 |0.57 |0.43 | 0.43
Sat. 0.43]0.380.11]0.110.11 |0.11 J0.11 J0.38 |0.90 |1.001.00 |1.00 |1.00 |1.00 |1.00 }1.00 |0.86 |0.86 ]0.86 |0.76 |0.57 | 0.57 | 0.43 ]0.43

Sun. 0.11 |0.11]0.110.11{0.11 {0.11 |0.11 |0.11 ]0.11 |0.110.11 |0.11 |0.11 |0.11 ]0.11 |0.11 |0.11 |0.11 |0.11 |0.11 |0.11 |0.11 |0.11 |0.11

Hol. 0.11 j0.11]0.11}0.11}0.11}0.11}0.11}0.11}0.11 J0.11]0.11 |0.11]0.11]0.11}0.11]0.11]0.11]0.11]0.11}0.11]0.11}0.11 ]0.11 ]0.11

Plugs 0.48 W/ft* |Weekday 0.37 |0.320.02 |0.02 |0.02 {0.02 | 0.32 | 0.32 | 1.00 | 1.00 | 1.00 {1.00 | 1.00 | 1.00 |1.00 | 1.00 | 0.84 |0.84 |0.84 ]0.74]0.53 |0.53 |0.37 | 0.37

Sat. 0.37 ]0.32]0.02 |0.02 |0.02 |0.02 |0.32 ]0.32 | 1.00 |1.00 1.00 |1.00 |1.00 |1.00 |1.00 |1.00 J0.84 ]0.84 ]0.84 ]0.74 ]0.53 ]0.53 ]0.37 | 0.37

Sun. 0.02 |0.02 ]0.02 |0.02 |0.02 {0.02 |0.02 |0.02 |0.02 |0.02 | 0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 | 0.02 |0.02 |0.02 | 0.02 |0.02 |0.02

Hol. 0.02 |0.02]0.02 |0.02 |0.02 |0.02 |0.02 |0.02 |0.02 J0.02 ] 0.02 |0.02 |0.02 ]0.02 ]0.02 ]0.02 ] 0.02 ] 0.02 ] 0.02 ] 0.02 ] 0.02 ] 0.02 ] 0.02 | 0.02

Occ. Weekday 0.17 0.22|0.220.11{0.00 |0.00 | 0.00 | 0.06 | 0.83 |1.00| 1.00 |1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 1.00 | 0.89 | 0.89 | 0.89 | 0.89 |0.50 {0.17 | 0.06

Sat. 0.17 ]0.22]0.22 ]0.11 |0.00 |0.00 |0.00 |0.06 |0.83 |1.001.00 |1.00 |1.00 |1.00 |1.00 J1.00 J1.00 J0.89]0.89 J0.89 ]0.89 J0.50 ]0.17 | 0.06

G-3



Building Type | Peak Densities |Day of Week| 0 1 2 3 4 5 6 7 8 9 |10 |11 |12 |13 |14 |15 |16 |17 |18 |19 |20 |21 |22 |23
Sun. 0.00 |0.00 0.00 |0.00 |0.00 |0.00 |0.00 J0.00 |0.00 J0.00]0.00 |0.00 J0.00 J0.00 |0.00 J0.00 J0.00 |0.00 |0.00 }0.00 0.00 |0.00 |0.00 |0.00

Hol. 0.00 |0.00|0.00 {0.00 |0.00 |0.00 |0.00 |0.00 |0.00 [0.00 | 0.00 |0.00 |0.00 |0.00 {0.00 |0.00 |0.00 |0.00 |0.00 |0.00 [0.00 |0.00 |0.00 |0.00

FDS Lights 1.75 W/ft? |Weekday 0.43]0.43]0.280.190.19 |0.19 |0.33 ]0.52 |0.52 |0.71]0.71 |1.00 | 1.00 | 1.00 | 1.00 | 1.00 |1.00 |1.00 | 1.00 |1.00 |1.00 }0.90 |0.43 ]0.43
Sat. 0.43 ]0.430.28 10.19 ]0.19 ]0.19 |0.33 |0.52 |0.52 |0.71 | 0.71 |1.00 | 1.00 |1.00 {1.00 |1.00 |1.00 |1.00 | 1.00 |1.00 [1.00 |0.90 |0.43 |0.43

Sun. 0.15 |0.10 J0.07 |0.07 |0.07 |0.07 |0.12 | 0.15 |0.25 |0.25]0.32 |0.32 ]0.32]0.32]0.32]0.32 ]0.32 | 0.35 ] 0.35 ] 0.35 ] 0.35 ] 0.28 | 0.25 | 0.22

Hol. 0.15 |0.10|0.07 |0.07 |0.07 | 0.07 |0.12 | 0.15 | 0.25 |0.25 | 0.32 |0.32 |0.32 | 0.32 0.32 | 0.32 | 0.32 | 0.35 | 0.35 | 0.35 [ 0.35 | 0.28 | 0.25 | 0.22

Plugs 1.2 W/ft2  |Weekday 0.59 ]0.59]0.49]0.42]0.420.42 0.52 | 0.66 |0.66 |0.79]0.79 |1.00 | 1.00 | 1.00 | 1.00 | 1.00 |1.00 |1.00 |1.00 |1.00 |1.00 J0.93]0.59 ]0.59
Sat. 0.59 |0.59 |0.49 ]0.42 |0.42 |0.42 |0.52 | 0.66 |0.66 |0.79]0.79 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |1.00 [1.00 |0.93 |0.59 |0.59

Sun. 0.25]0.21]0.18 |0.18 |0.18 |0.18 |0.22 | 0.25 | 0.33 |0.33]0.39 |0.39 | 0.39 ] 0.39 ] 0.39 ] 0.39 | 0.39 | 0.42 ] 0.42 ] 0.42 ] 0.42 ] 0.36 | 0.33 ] 0.31

Hol. 0.25]0.210.18 ]0.18 |0.18 ] 0.18 |0.22 | 0.25 | 0.33 |0.33 ] 0.39 |0.39 |0.39 |0.39 {0.39 | 0.39 | 0.39 |0.42 | 0.42 | 0.42 |0.42 | 0.36 | 0.33 | 0.31

Occ Weekday 0.22]0.02]0.00 ]0.00 {0.00 |0.00 }0.02 }0.02 ]0.05 ]0.05 | 0.22 ]0.54 ]0.86 | 0.76 0.43 ]0.22 ] 0.27 | 0.54 ] 0.86 ]0.86 ] 0.86 ] 0.86 |0.54 |0.38
Sat. 0.22 ]0.02]0.00 |0.00 |0.00 |0.00 |0.02 |0.02 |0.05 |0.05 | 0.22 |0.54 |0.86 |0.76 |0.43 |0.22 |0.27 | 0.54 | 0.86 |0.86 |0.86 |0.86 |0.54 |0.38

Sun. 0.03 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 J0.00 |0.01 J0.01]0.03 |0.08 |0.08 ]0.08 ] 0.05 | 0.05 |0.05 |0.05 ]0.11 0.14 ]0.11 }0.05 |0.03 ] 0.03

Hol. 0.03 ]0.00 |0.00 ]0.00 |0.00 |0.00 |0.00 |0.00 |0.01 |0.01|0.03 |0.08 |0.08 |0.08 0.05 |0.05 |0.05 |0.05 |0.11 |0.14 [0.11 | 0.05 |0.03 | 0.03

OFF Lights 1.32 W/ft? |Weekday 0.18 |0.18 ]0.18 |0.18 |0.18 | 0.23 | 0.23 | 0.42 | 1.00 |1.00 1.00 |1.00 J0.90 |1.00 | 1.00 | 1.00 |1.00 |0.61]0.42]0.42]0.32]0.32]0.23 ]0.18
Sat. 0.18 0.18|0.18 |0.18 |0.18 ] 0.18 | 0.23 | 0.23 | 0.46 |0.46 | 0.46 |0.46 |0.46 |0.46 |0.46 |0.46 |0.46 |0.18 |0.18 |0.18 [0.18 |0.18 |0.18 | 0.18

Sun. 0.18 |0.18 ]0.18 |0.18 |0.18 |0.18 |0.18 | 0.18 | 0.18 |0.180.18 |0.18 |0.18 | 0.18 | 0.18 ] 0.18 | 0.18 | 0.18 ] 0.18 ] 0.18 ] 0.18 ] 0.18 | 0.18 | 0.18

Hol. 0.18 0.180.18 ]0.18 |0.18 ]0.18 |0.18 | 0.18 | 0.18 |0.18 | 0.18 |0.18 |0.18 |0.18 {0.18 |0.18 | 0.18 | 0.18 | 0.18 | 0.18 |0.18 | 0.18 | 0.18 | 0.18

Plugs 0.64 W/ft? |Weekday 0.47 |0.47]0.470.47 |0.47 |0.50 | 0.50 | 0.63 | 1.00 |1.00 1.00 |1.00 |0.94 |1.00 | 1.00 | 1.00 |1.00 |0.75]0.63 ]0.63 ]0.56 | 0.56 | 0.50 | 0.47
Sat. 0.47 |0.47|0.47 ]0.47 |0.47 | 0.47 |0.52 | 0.52 |0.70 |0.70 | 0.70 |0.70 |0.70 |0.70 {0.70 |0.70 | 0.70 | 0.47 | 0.47 | 0.47 |0.47 | 0.47 |0.47 | 0.47

Sun. 0.47 |0.47 |0.47 |0.47 |0.47 |0.47 |0.47 | 0.47 |0.47 |0.47]0.47 |0.47 |0.47 | 0.47 | 0.47 | 0.47 | 0.47 |0.47 | 0.47 | 0.47 | 0.47 |0.47 |0.47 |0.47

Hol. 0.47 |0.47|0.47 |0.47 |0.47 | 0.47 |0.47 | 0.47 | 0.47 |0.47 | 0.47 |0.47 | 0.47 |0.47 |0.47 | 0.47 |0.47 |0.47 | 0.47 | 0.47 |0.47 | 0.47 |0.47 | 0.47

Occ Weekday 0.00 ]0.000.000.00 {0.00 {0.00 ]0.11 }0.21 }1.00 {1.00| 1.00 |1.00 }0.53 | 1.00 |1.00 |1.00 |1.00 |0.32]0.11 ]0.11 }0.11 }0.11 | 0.05 | 0.05
Sat. 0.00 0.00/0.000.00]0.00]0.00|0.00|0.00{0.33]0.33| 0.33]0.33]0.33]0.33]0.33]0.33]0.33]0.33]0.33]0.15]0.15]0.00 | 0.00 | 0.00

Sun. 0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.05 |0.05 |0.05 J0.05]0.05 |0.05 |0.05 |0.05 |0.05 }0.05 0.05 |0.05 ]0.00 |0.00 |0.00 J0.00 |0.00 |0.00

Hol. 0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.05 |0.05 |0.05 |0.05 | 0.05 |0.05 |0.05 |0.05 {0.05 |0.05 |0.05 |0.05 |0.00 |0.00 [0.00 |0.00 |0.00 |0.00

RET Lights 1.88 W/ft? |Weekday 0.18 |0.18 ]0.18 |0.18 |0.18 |0.18 |0.18 | 0.18 | 0.18 |0.32| 0.61 |1.00 | 1.00 | 1.00 | 1.00 | 1.00 |1.00 |1.00 |1.00}0.71]0.32]0.32]0.32]0.18
Sat. 0.18 0.18|0.18 |0.18 |0.18 ]0.18 |0.18 | 0.18 | 0.18 |0.32 | 0.61 |1.00 | 1.00 |1.00 {1.00 |1.00 |1.00 |1.00 |1.00 |0.71 [0.32 |0.32 |0.32 |0.18

Sun. 0.11 0.11]0.11}0.11}0.11J0.11 J0.11 J0.11 |0.11 J0.11]0.13 }0.26 |0.35]0.35]0.35]0.35]0.35]0.26 | 0.17 | 0.11 ] 0.11 ] 0.11 | 0.11 | 0.11

Hol. 0.11 {0.110.11]0.11 {0.11 ]0.11 |0.11 |0.11 |0.11 |0.11 | 0.13 |0.26 |0.35 |0.35 |0.35 | 0.35 | 0.35 | 0.26 | 0.17 |0.11 [0.11 |0.11 |0.11 | 0.11

Plugs 0.4 W/ft2  |Weekday 0.25 ]0.25]0.25]0.25 |0.25 | 0.25 | 0.25 | 0.25 | 0.25 |0.38 ] 0.65 |1.00 | 1.00 | 1.00 | 1.00 | 1.00 |1.00 |1.00 | 1.00 }0.74]0.38 ]0.38 ] 0.38 ] 0.25
Sat. 0.25 ]0.250.25 ]0.25 |0.25 | 0.25 |0.25 | 0.25 | 0.25 |0.38 | 0.65 |1.00 |1.00 |1.00 {1.00 |1.00 |1.00 |1.00 | 1.00 |0.74 [0.38 | 0.38 |0.38 | 0.25

Sun. 0.25 ]0.25]0.25]0.25 |0.25 |0.25 |0.25 | 0.25 | 0.25 |0.25] 0.28 |0.47 |0.60 |0.60 | 0.60 ] 0.60 J0.60 |0.47 ]0.35 ]0.25 ]0.25 |0.25 |0.25 |0.25

Hol. 0.25 ]0.250.25 ]0.25 |0.25 | 0.25 |0.25 | 0.25 | 0.25 |0.25 | 0.28 |0.47 |0.60 |0.60 {0.60 |0.60 |0.60 |0.47 | 0.35 ]0.25 [0.25 |0.25 |0.25 | 0.25

Occ Weekday 0.00 ]0.00]0.00 |0.00 {0.00 |0.00 }0.00 |0.00 |0.00 {0.13]0.25 ]0.63 ] 0.88 | 0.88 ] 0.88 ] 0.88 | 1.00 | 0.88 | 0.63 ] 0.63 ] 0.13 ]0.13 ]0.13 | 0.00
Sat. 0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 [0.13]0.25 |0.63 |0.88 |0.88 {0.88 |0.88 | 1.00 |0.88 | 0.63 |0.63 [0.13 ]0.13 |0.13 | 0.00

Sun. 0.00 |0.00 0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 J0.00]0.05 |0.09 |0.18 |0.18 | 0.18 ] 0.18 ] 0.18 ] 0.09 ] 0.05 | 0.00 ]0.00 0.00 |0.00 |0.00

Hol. 0.00 |0.00 |0.00 {0.00 |0.00 |0.00 |0.00 |0.00 |0.00 [0.00 | 0.05 |0.09 |0.18 |0.18 {0.18 |0.18 | 0.18 | 0.09 | 0.05 |0.00 [0.00 |0.00 |0.00 |0.00

WHS Lights 1.19 W/ft? |Weekday 0.17 |0.17]0.17 |0.17 |0.17 |0.17 | 0.17 | 0.69 | 0.79 |1.00 1.00 |1.00 |0.90 |1.00 |1.00 | 1.00 |1.00 |0.38]0.17 }0.17 |0.17 |0.17 | 0.17 | 0.17
Sat. 0.17 ]0.17|0.17 ]0.17 |0.17 | 0.17 |0.17 | 0.69 | 0.79 |1.00 | 1.00 |1.00 |0.90 |1.00 {1.00 |1.00 |1.00 |0.38 |0.17 |0.17 [0.17 |0.17 |0.17 |0.17

Sun. 0.17 |0.17]0.17 |0.17 |0.17 |0.17 |0.17 |0.17 |0.17 J0.17]0.17 |0.17 |0.17 |0.17 |0.17 | 0.17 |0.17 |0.17 | 0.17 | 0.17 | 0.17 | 0.17 | 0.17 | 0.17

Hol. 0.17 ]0.17|0.17 ]0.17 |0.17 |0.17 |0.17 | 0.17 | 0.17 |0.17 | 0.17 |0.17 |0.17 |0.17 |0.17 |0.17 |0.17 |0.17 | 0.17 | 0.17 |0.17 | 0.17 |0.17 | 0.17

Plugs 0.15 W/ft? |Weekday 0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 | 0.88 ]0.92 |1.001.00 |1.00 |0.96 |1.00 | 1.00 | 1.00 |1.00 |0.67 |0.67 |0.67 | 0.67 |0.67 | 0.67 | 0.67
Sat. 0.67 |0.67|0.67 |0.67 |0.67 |0.67 |0.67 |0.88 |0.92 |1.00 | 1.00 |1.00 |0.96 |1.00 {1.00 |1.00 |1.00 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67

Sun. 0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67|0.67 |0.67 |0.67 |0.67 |0.67 | 0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67

Hol. 0.67 |0.67|0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 |0.67 | 0.67 |0.67 |0.67 |0.67 0.67 |0.67 |0.67 |0.67 | 0.67 |0.67 |0.67 |0.67 |0.67 |0.67

Occ Weekday 0.100.10]0.10]0.10{0.100.1040.10 }0.21}0.79 |1.00 | 1.00 |1.00 |0.58 | 1.00 | 1.00 }0.95 ] 0.95 ]0.26 |0.10 ]0.10 }0.10 }0.10 {0.10 | 0.10
Sat. 0.10 {0.10|0.10 {0.10 {0.10 |0.10 |0.10 | 0.21 |0.79 |1.00 | 1.00 |1.00 |0.58 |1.00 {1.00 |0.95 |0.95 |0.26 |0.10 |0.10 [0.10 |0.10 |0.10 |0.10

Sun. 0.00 |0.00 0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 J0.00]0.00 |0.00 J0.00 J0.00 J0.00 J0.00 J0.00 |0.00 |0.00 }0.00 |0.00 |0.00 |0.00 |0.00

Hol. 0.00 |0.00 |0.00 ]0.00 |0.00 ]0.00 {0.00 |0.00 |0.00 {0.00 | 0.00 |0.00 |0.00 |0.00 {0.00 J0.00 |0.00 |0.00 |0.00 |0.00 |0.00 |0.00 {0.00 |0.00

G-4




Table G.1.4 Lighting, Plug Load and Occupancy Schedules (Fraction of Weekday Per Load) for
Building Open Monday Through Friday and Sunday
3 4 5 6 8 9 |10|11|12 | 13| 14

Building Type Peak Densities) Day of Week| 0| 1 | 2 7 15,16 | 17 18|19 20| 21| 22 | 23
Assembly Lightingl.59W/ft2 | Weekday 0.47|0.47/0.470.47|0.47/0.20/ 0.20/0.20| 0.20|0.20/ 0.20| 0.20/ 0.63| 0.63| 0.63/ 1.00| 1.00| 1.00| 0.47|0.47|0.47| 0.47 0.47|0.47
Sat. 0.02/0.02/0.020.02/0.02/0.02| 0.02|0.02| 0.02|0.170.17|0.17/0.35| 0.35/0.35/0.35| 0.35/0.35| 0.35|0.35| 0.35| 0.35 0.17| 0.02

Sun. 0.47|0.47/0.470.47/0.47/0.20| 0.20/0.20| 0.20|0.20| 0.20| 0.20/ 0.63| 0.63|0.63 1.00| 1.00|1.00  0.47|0.47|0.47 | 0.47 0.47|0.47

Hol. 0.02|0.02/0.020.02|0.02/0.02| 0.02/0.02| 0.02|0.17/0.17|0.17/ 0.35] 0.35/0.35/0.35| 0.35/0.35| 0.35|0.35| 0.35| 0.35 0.17| 0.02

Plugs0.19W/ft2 Weekday 0.53|0.53/0.530.53/0.53/0.53| 0.53/0.53| 0.53|0.53| 0.53| 0.53/0.78/ 0.78/0.78/ 1.00| 1.00| 1.00| 0.53|0.53| 0.53| 0.53 0.53| 0.53

Sat. 0.26/0.26/0.260.26/0.26/0.26| 0.26 | 0.26| 0.26|0.26 0.33|0.33/0.42| 0.42|0.42/0.42|0.42|0.42| 0.42|0.42| 0.42| 0.42 0.26| 0.26

Sun. 0.53|0.53/0.530.53/0.53/0.53| 0.53/0.53| 0.53|0.53| 0.53|0.53/0.78/0.78/0.78  1.00| 1.00| 1.00  0.53|0.53| 0.53| 0.53  0.53| 0.53

Hol. 0.26/0.26/0.26/0.26|0.26/0.26| 0.26 | 0.26| 0.26|0.26 0.33|0.33/0.42| 0.42|0.42/0.42|0.42|0.42| 0.42|0.42| 0.42| 0.42 0.26| 0.26

Occupancy Weekday 0.17/0.17/0.17,0.05| 0.05/ 0.05/ 0.05| 0.05| 0.05| 0.05 0.05| 0.05/ 0.29| 0.29/0.29/ 1.00| 1.00/1.00/ 0.17/0.17| 0.17|0.17 0.17|0.17

Sat. 0.00/0.00/0.000.00/0.00/0.00| 0.00/0.00|0.00|0.00 0.03|0.03/0.03|0.18/0.180.18/0.18/0.18| 0.18/0.18| 0.18| 0.05 0.00| 0.00

Sun. 0.17/0.17/0.170.05/0.05/0.05| 0.05|0.05| 0.05|0.05 0.05| 0.05/0.29|0.29/0.29/1.00| 1.00/1.00 0.17/0.17|0.17|0.17 0.17|0.17

Hol. 0.00/0.00/0.000.00|0.00/0.00| 0.00/0.00|0.00|0.00 0.03|0.03/0.03|0.18/0.18/0.18/0.18/0.18| 0.18/0.18| 0.18| 0.05 0.00| 0.00

Education Lightingl.45W/ft2 | Weekday 0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.38/0.90| 1.00 1.00| 1.00/ 0.86|0.86| 0.86 0.76|0.43|0.43| 0.43|0.43| 0.43/ 0.38/ 0.11| 0.11
Sat. 0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/ 0.11/0.11{ 0.11/0.11 | 0.11| 0.11

Sun. 0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.38/ 0.90|1.00 1.00| 1.00/ 0.86|0.86|0.86 0.76|0.43|0.43| 0.43/0.43| 0.43/0.38/0.11|0.11

Hol. 0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/ 0.11/0.11/0.11/0.11/0.11/ 0.11/0.11{ 0.11/0.11 | 0.11| 0.11

Plugs0.48W/ft2 Weekday 0.02/0.02/0.02/0.02|0.02/0.32| 0.32/0.32 1.00| 1.00| 0.84| 0.84 0.84|0.74/0.530.53| 0.37|0.37| 0.37/0.32| 0.02| 0.02 0.02| 0.02

Sat. 0.02/0.02/0.020.02|0.02/0.02| 0.02|0.02| 0.02|0.02 0.02| 0.02| 0.02| 0.02|0.02/ 0.02| 0.02|0.02| 0.02|0.02| 0.02| 0.02 0.02| 0.02

Sun. 0.02|0.02/0.020.02/0.02/0.32|0.32/0.32| 1.00| 1.00 0.84| 0.840.84|0.74/0.530.53|0.37|0.37| 0.37/0.32| 0.02| 0.02 0.02| 0.02

Hol. 0.02/0.02/0.020.02|0.02/0.02| 0.02|0.02| 0.02|0.02 0.02| 0.02| 0.02| 0.02|0.02/ 0.02| 0.02|0.02| 0.02|0.02| 0.02| 0.02 0.02| 0.02

Occupancy Weekday 0.00|0.00/ 0.00/ 0.00| 0.00/0.00| 0.00| 0.06| 0.83| 1.00| 1.00| 0.89/ 0.89|0.89/0.89/0.50|0.17|0.06| 0.17|0.22| 0.22|0.11 0.00| 0.00

Sat. 0.00/0.00/0.000.00/0.00/0.00| 0.00/0.00|0.00|0.00 0.00| 0.00/ 0.00|0.00/0.00/0.00|0.00/0.00| 0.00|0.00|0.00| 0.00 0.00|0.00

Sun. 0.00/0.00/0.000.00/0.00/0.00| 0.00/0.06|0.83|1.00 1.00| 0.89/0.89|0.89/0.89/0.50|0.17|0.06  0.17|0.22| 0.22|0.11 0.00| 0.00

Hol. 0.00/0.00/0.000.00|0.00/0.00| 0.00/0.00|0.00|0.00 0.00| 0.00/ 0.00|0.00/0.00/0.00|0.00/0.00| 0.00|0.00|0.00| 0.00 0.00|0.00

Food Service | Lightingl.75W/ft2 | Weekday 0.62/0.28/0.19/0.19/0.19/0.33/ 0.52|0.52| 0.71/0.71/ 1.00| 1.00/ 1.00| 1.00| 1.00 1.00| 1.00| 1.00| 1.00| 1.00| 1.00| 0.90 0.90| 0.71
Sat. 0.15/0.10/0.070.07/0.07/0.07|0.12|0.15| 0.25|0.25 0.32| 0.32| 0.32| 0.32/0.32/ 0.32| 0.32|0.35| 0.35|0.35| 0.35| 0.28  0.25| 0.22

Sun. 0.62/0.28/0.190.19/0.19/0.33/0.52|0.52| 0.71/0.71/ 1.00| 1.00| 1.00| 1.00| 1.00 1.00| 1.00|1.00| 1.00|1.00| 1.00/0.90 0.90|0.71

Hol. 0.15/0.10/0.070.07/0.07/0.07| 0.12|0.15| 0.25|0.25/0.32| 0.32/ 0.32| 0.32/0.32/ 0.32| 0.32|0.35| 0.35|0.35| 0.35| 0.28  0.25| 0.22

Plugs1.2W/ft2 Weekday 0.73/0.49/0.420.42/0.42/0.52| 0.66 | 0.66| 0.79|0.79/ 1.00| 1.00/ 1.00| 1.00| 1.00/ 1.00| 1.00| 1.00| 1.00|1.00| 1.00| 0.930.93| 0.79

Sat. 0.25/0.21/0.18/0.18/0.18/0.18/ 0.22|0.25| 0.33/0.33/ 0.39| 0.39/ 0.39| 0.39/0.39 0.39| 0.39|0.42| 0.42|0.42| 0.42| 0.36 0.33|0.31

Sun. 0.73/0.49/0.420.42|0.42/0.52| 0.66 | 0.66| 0.79/0.79 1.00| 1.00/ 1.00| 1.00| 1.00 1.00| 1.00|1.00| 1.00|1.00|1.00|0.93 0.93|0.79

Hol. 0.25/0.21/0.18/0.18/0.18/0.18/ 0.22|0.25| 0.33/0.33/ 0.39| 0.39/ 0.39| 0.39/0.39 0.39| 0.39|0.42| 0.42|0.42| 0.42| 0.36 0.33|0.31

Occupancy Weekday 0.22/0.02/0.00/ 0.00| 0.00/0.00| 0.02|0.02| 0.05| 0.05 0.22| 0.54| 0.86| 0.76| 0.43/0.22| 0.27 | 0.54| 0.86|0.86| 0.86| 0.86 0.54|0.38

Sat. 0.03/0.00/0.000.00/0.00/0.00| 0.00/0.00|0.01|0.010.03|0.08/0.08|0.08/0.05/0.05|0.05/0.05  0.11/0.14|0.11/0.05 0.03|0.03

Sun. 0.22/0.02/0.000.00/0.00/0.00| 0.02|0.02| 0.05|0.05 0.22|0.54/ 0.86|0.76|0.43/0.22|0.27|0.54  0.86|0.86| 0.86  0.86 0.54|0.38

Hol. 0.03|0.00/0.000.00/0.00/0.00| 0.00/0.00|0.01|0.01 0.03|0.08/ 0.08|0.08/0.05 0.05|0.05/0.05  0.11/0.14|0.11/0.05 0.03|0.03

Office Lightingl.32W/ft2 | Weekday 0.18/0.18/0.18/0.18/0.18/0.23/ 0.23/0.42| 1.00| 1.00| 1.00| 1.00/ 0.90| 1.00| 1.00 1.00| 0.42|0.42| 0.42|0.42| 0.32|0.32/ 0.23| 0.18
Sat. 0.18/0.18/0.18/0.18/0.18/0.18/0.18/0.18/ 0.18/0.18 0.18|0.18/ 0.18/ 0.18/0.18/0.18/0.18/0.18| 0.18/0.18| 0.18| 0.18  0.18| 0.18

Sun. 0.18/0.18/0.18/0.18/0.18/0.18/ 0.23/0.23| 0.46 | 0.46  0.46| 0.46/ 0.46|0.46| 0.46 0.46|0.18/0.18  0.18/0.18|0.18/0.18  0.18|0.18

Hol. 0.18/0.18/0.18/0.18/0.18/0.18/ 0.18/0.18/ 0.18/0.18 0.18|0.18/ 0.18/ 0.18/0.18/0.18/0.18/0.18| 0.18/0.18| 0.18| 0.18  0.18| 0.18

Plugs0.64W/ft2 Weekday 0.47|0.47/0.470.47/0.47/0.50/ 0.50|0.63| 1.00| 1.00| 1.00| 1.00/ 0.94| 1.00|1.00 1.00| 0.63|0.63| 0.63|0.63| 0.56| 0.56 0.50|0.47

Sat. 0.470.47/0.470.47|0.47/0.47|0.47|0.47| 0.47|0.47 0.47| 0.47|0.47| 0.47|0.47 0.47|0.47|0.47  0.47|0.47| 0.47 | 0.47 0.47|0.47

Sun. 0.47/0.47|0.47/0.47|0.47/0.47|0.52/0.52| 0.70/0.70| 0.70/0.70| 0.70|0.70| 0.70|0.70| 0.47 | 0.47| 0.47 | 0.47| 0.47|0.47|0.47 | 0.47

Hol. 0.470.47/0.470.47|0.47/0.47|0.47|0.47| 0.47|0.47 0.47| 0.47|0.47| 0.47|0.47 0.47|0.47|0.47  0.47|0.47| 0.47 | 0.47 0.47|0.47

Occupancy Weekday 0.00|0.00/0.00/0.00|0.00/0.00| 0.11/0.21| 1.00| 1.00| 1.00| 1.00/ 0.53| 1.00|1.00/ 1.00| 0.11/0.11/ 0.11/0.11| 0.11|0.11 0.05| 0.05

Sat. 0.00|0.00| 0.00/ 0.00| 0.00| 0.00| 0.05| 0.05| 0.05| 0.05| 0.05| 0.05 0.05| 0.05| 0.05/ 0.05| 0.05| 0.05/ 0.00| 0.00| 0.00| 0.00| 0.00| 0.00

Sun. 0.00/0.00/0.000.00/0.00/0.00| 0.00/0.00|0.33/0.330.33|0.33/0.33| 0.33/0.33/0.33|0.15|0.15| 0.15|0.15| 0.15| 0.00 0.00| 0.00

Hol. 0.00/0.00/0.000.00/0.00/0.00| 0.05/0.05|0.05|0.05 0.05| 0.05/ 0.05| 0.05|0.05/0.05| 0.05/0.05| 0.00|0.00|0.00| 0.00 0.00|0.00

Retail Lighting1.88W/ft2 | Weekday 0.18/0.18/0.180.18/0.18/0.18/ 0.18/0.18/ 0.18/0.32/ 0.61| 1.00/ 1.00| 1.00| 1.00/ 1.00| 1.00| 1.00| 1.00|0.71| 0.32|0.32/ 0.32| 0.18
Sat. 0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/ 0.13|0.26 | 0.35| 0.35/0.35/0.35|0.35/0.26| 0.17|0.11{ 0.11/0.11 0.11| 0.11

Sun. 0.18/0.18/0.180.18/0.18/0.18/0.18/0.18/ 0.18/0.32/ 0.61| 1.00/ 1.00| 1.00| 1.00/ 1.00| 1.00|1.00| 1.00/0.71|0.32/0.32/0.32|0.18

Hol. 0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/0.11/ 0.13| 0.26 | 0.35| 0.35/0.35/0.35| 0.35/0.26| 0.17|0.11| 0.11/0.11/ 0.11| 0.11

Plugs0.4W/ft2 Weekday 0.25/0.25/0.25/0.25/0.25/0.25| 0.25/0.25| 0.25/0.38/ 0.65| 1.00/ 1.00| 1.00| 1.00/ 1.00| 1.00| 1.00| 1.00|0.74| 0.38|0.38| 0.38| 0.25

Sat. 0.25/0.25/0.25/0.25/0.25/0.25/ 0.25/0.25| 0.25|0.25 0.28| 0.47 0.60| 0.60| 0.60  0.60| 0.60|0.47  0.35/0.25| 0.25/0.25 0.25| 0.25

Sun. 0.25/0.25/0.25/0.25/0.25/0.25| 0.25/0.25/ 0.25/0.38/ 0.65| 1.00| 1.00| 1.00/ 1.00 1.00| 1.00| 1.00| 1.00|0.74|0.38|0.38  0.38| 0.25

Hol. 0.25/0.25/0.25/0.25/0.25/0.25/ 0.25/0.25| 0.25|0.25 0.28| 0.47| 0.60| 0.60| 0.60  0.60| 0.60|0.47| 0.35/0.25| 0.25/0.25 0.25| 0.25

Occupancy Weekday 0.00|0.00/0.00 0.00| 0.00/0.00| 0.00/0.00| 0.00| 0.13| 0.25| 0.63/ 0.88| 0.88| 0.88 0.88| 1.00/0.88| 0.63|0.63| 0.13|0.13 0.13| 0.00

Sat. 0.00/0.00/0.000.00/0.00/0.00| 0.00/0.00|0.00|0.00 0.05| 0.09/0.18|0.18/0.18 0.18/0.18/0.09  0.05|0.00| 0.00| 0.00 0.00|0.00

G-5



Building Type Peak Densitiesy DayofWeek 0 1 | 2 | 3| 4|5 |6 |7 |8|9|10/11|12 13|14 15|16 17|18 19|20 21|22 23
Sun. 0.00/0.00|0.00|0.00|0.00|0.00{0.00|0.00{0.00|0.13|0.25|0.63| 0.88|0.88| 0.88/0.88| 1.00|0.88|0.63/0.63/0.13/0.13/0.13| 0.00
Hol. 0.00/0.00|0.00|0.00{0.00|0.00{0.00|0.00|0.00|0.00|0.05/0.09|0.18/0.18|0.18/0.18/ 0.18|0.09| 0.05/0.00| 0.00/0.00|0.00| 0.00
Warehouse Lightingl.19W/ft2| Weekday 0.17/0.17/0.17/0.170.17/0.17| 0.17/0.69| 0.79/ 1.00| 1.00| 1.00| 0.90| 1.00| 1.00|1.00| 1.00|1.00| 1.00|1.00| 1.00|1.00| 1.00| 0.38
Sat. 0.17/0.17/0.17/0.170.17/0.17|0.17/0.17|0.17/0.17| 0.17/0.17| 0.17/0.17/ 0.17/0.17/ 0.17/0.17/ 0.17|0.17/ 0.17|0.17| 0.17 | 0.17
Sun. 0.17/0.17/0.17/0.17|0.17/0.17{0.17/0.69| 0.79/1.00| 1.00|1.00| 0.90|1.00| 1.00|1.00| 1.00|1.00| 1.00|1.00|1.00|1.00| 1.00| 0.38
Hol. 0.17/0.17/0.17/0.170.17/0.170.17/0.17|0.17/0.17| 0.17/0.17| 0.17/0.17/ 0.17/0.17/ 0.17/0.17/ 0.17/0.17/ 0.17|0.17| 0.17 | 0.17
Plugs0.15W/ft2 Weekday 0.67/0.67|0.67/0.67|0.67/0.67|0.67/0.88/0.92|1.00| 1.00|1.00| 0.96|1.00| 1.00/1.00  1.00/1.00| 1.00/1.00|1.00/1.00|0.75| 0.67
Sat. 0.67/0.67|0.67/0.67|0.67/0.67|0.67|0.67|0.67|0.67| 0.67|0.67| 0.67|0.67| 0.67|0.67 0.67|0.67 0.67|0.67|0.67|0.67|0.67 | 0.67
Sun. 0.67/0.67|0.67/0.67|0.67/0.67|0.67/0.88/0.92|1.00| 1.00|1.00| 0.96 | 1.00| 1.00|1.00| 1.00|1.00| 1.00|1.00|1.00|1.00|0.75|0.67
Hol. 0.67/0.67|0.67/0.67|0.67/0.67|0.67|0.67|0.67|0.67| 0.67|0.67| 0.67|0.67| 0.67|0.67 0.67|0.67 0.67|0.67|0.67|0.67|0.67| 0.67
Occupancy Weekday 0.10/0.10/0.10/0.10{ 0.10/0.10{ 0.10|0.21| 0.79/1.00| 1.00| 1.00| 0.58|1.00| 1.00|1.00| 1.00|1.00| 1.00|1.00| 1.00/0.95|0.95| 0.26
Sat. 0.00/0.00|0.00/0.00|0.00|0.00{0.00|0.00|0.00|0.00|0.00{0.00|0.00|0.00| 0.00/0.00 0.00/0.00/0.00/0.00/0.00/0.00|0.00| 0.00
Sun. 0.10/0.10/0.10/0.10{0.10/0.10{0.10|0.21|0.79/1.00| 1.00|1.00| 0.581.00| 1.00|1.00| 1.00|1.00| 1.00|1.00| 1.00|0.95|0.95| 0.26
Hol. 0.00/0.00|0.00|0.00|0.00|0.00{0.00|0.00|0.00|0.00|0.00|0.00| 0.00|0.00| 0.00/0.00/ 0.00/0.00/0.00/0.00/0.00/0.00|0.00|0.00
Lodging Lightingl.54W/ft2| Weekday 0.22/0.17/0.11/0.11|0.11/0.22| 0.44|0.56| 0.44|0.44| 0.28|0.28| 0.28|0.28| 0.28|0.28| 0.28|0.28| 0.67|0.89| 1.00/0.89| 0.67| 0.33
Sat. 0.26/0.26/0.11/0.11|0.11/0.11|/0.41/0.41|0.56|0.56|0.41|0.33| 0.33/0.33/ 0.33/0.33/ 0.33/0.33/ 0.85/1.00| 1.00/1.00| 0.85| 0.41
Sun. 0.22/0.17/0.11/0.11|0.11/0.22| 0.44|0.56|0.44|0.44|0.28|0.28| 0.280.28| 0.28|0.28/ 0.28|0.28| 0.67|0.89| 1.00/0.89|0.67 | 0.33
Hol. 0.22/0.22/0.11/0.11|0.11/0.11|/0.22/0.33| 0.33/0.22| 0.22|0.22| 0.22/0.11/0.11/0.11/ 0.11/0.11/ 0.44|0.67| 0.78|0.56 | 0.44 | 0.22
Plugs0.23W/ft2 Weekday 0.51/0.48|0.44/0.44|0.44/0.51|0.65/0.72| 0.65|0.65| 0.55|0.55| 0.55|0.55| 0.55/0.55| 0.55/0.55/ 0.79/0.93| 1.00/0.93/ 0.79| 0.58
Sat. 0.50/0.50|0.44/0.44|0.44/0.44|0.56|0.56|0.61|0.61| 0.56|0.53| 0.53/0.53| 0.53/0.53/ 0.53/0.53/0.72|0.78/0.78|0.78| 0.72| 0.56
Sun. 0.51/0.48|0.44/0.44|0.44/0.51|0.65|0.72| 0.65|0.65| 0.55|0.55| 0.55|0.55| 0.55|0.55| 0.55/0.55/0.79/0.93/ 1.00/0.93/0.79| 0.58
Hol. 0.56/0.56|0.49/0.49|0.49/0.49|0.56|0.62| 0.62|0.56| 0.56|0.56| 0.56|0.49| 0.49/0.49/ 0.49/0.49/0.69/0.82/0.89/0.76|0.69| 0.56
Table G.1.5 Lighting, Plug Load and Occupancy Schedules (Fraction of Weekday Per
Load) for Building Open Monday Through Sunda
Peak Densities Day of Week |0 1 2 3 4 5 6 7 8 9 |10 11|12 |13 |14 15 16 17 18 | 19 | 20 | 21 | 22 23
Lighting1.59W/ft2 | Weekday 0.47/0.47/0.47/0.20|0.20{0.20|0.20 0.20/0.20/0.20|0.63 0.63/0.63/1.00/1.00 1.00 1.00|1.00|{1.00 1.00/1.00/1.00/0.47 0.47
Sat. 0.47 10.47/0.47/0.20|0.20{0.20|0.20 0.20|0.20/0.20|0.63 0.63/0.63/1.00/1.00 1.00 1.00|1.00|1.00 1.00/1.00/1.00/0.47 0.47
sun. 0.47 10.47/0.47/0.20/0.20{0.20|0.20 0.20|0.20/0.20|0.63 0.63/0.63/1.00/1.00 1.00 1.00|1.00|1.00 1.00/1.00(1.00/0.47 0.47
Hol. 0.47 10.47/0.47/0.20|0.20{0.20|0.20 0.20|0.20/0.20|0.63 0.63/0.63/1.00/1.00 1.00 1.00|1.00|1.00 1.00/1.00/1.00/0.47 0.47
Plugs0.19W/ft2 | Weekday 0.53/0.53/0.53/0.53|0.53|0.53|0.53 0.53|0.53/0.53/0.78 0.78/0.78 1.00/1.00 1.00 1.00|1.00|1.00 1.00/1.00/1.00/0.53 0.53
Sat. 0.53/0.53/0.53/0.53|0.53|0.53|0.53 0.53|0.53/0.53/0.78 0.78/0.78 1.00/1.00 1.00 1.00|1.00|1.00 1.00/1.00/1.00/0.53 0.53
Sun. 0.53/0.53/0.53/0.53/0.53|0.53|0.53 0.53|0.53/0.53/0.78 0.780.78 1.00/1.00 1.00 1.00|1.00|1.00 1.00/1.00/1.00/0.53 0.53
Hol. 0.53/0.53/0.53/0.53|0.53|0.53|0.53 0.53|0.53/0.53/0.78 0.78/0.78 1.00/1.00 1.00 1.00|1.00|1.00 1.00/1.00/1.00/0.53 0.53
Occupancy Weekday 0.17/0.05/0.05/0.05|0.05{0.05|0.05 0.05|0.05/0.05/0.29 0.29/0.29 1.00/1.00 1.00 1.00|1.00|1.00 1.00/0.29/0.29/0.17 0.17
Sat. 0.17 10.05/0.05/0.05|0.05(0.05|0.05 0.05|0.05/0.05/0.29 0.29 0.29 1.00/1.00 1.00 1.00|1.00|1.00 1.00/0.29/0.29/0.17 0.17
sun. 0.17 10.05/0.05/0.05|0.05{0.05|0.05 0.05|0.05/0.05/0.29 0.29 0.29 1.00/1.00 1.00 1.00|1.00|{1.00 1.00/0.29/0.29/0.17 0.17
Hol. 0.17 10.05/0.05/0.05|0.05|0.05|0.05 0.05|0.05/0.05/0.29 0.29 0.29 1.00/1.00 1.00 1.00|1.00|1.00 1.00/0.29/0.29/0.17 0.17
Lighting1.45W/ft2 | Weekday 0.11/0.11/0.11/0.11/0.11{0.11|0.11 0.38|0.90/1.00|1.00 1.00 0.86 0.86/0.86 0.76 0.57|0.57|0.43 0.43/0.43/0.38/0.11 0.11
Sat. 0.11/0.11/0.11/0.11/0.11{0.11|0.11 0.38|0.90|1.00|1.00 1.00 0.86 0.86/0.86 0.76 0.57|0.57|0.43 0.43/0.43/0.38/0.11 0.11
sun. 0.11/0.11/0.11/0.11/0.11{0.11|0.11 0.38|0.90|1.00|1.00 1.00 0.86 0.86/0.86 0.76 0.57|0.57|0.43 0.43/0.43/0.38/0.11 0.11
Hol. 0.11/0.11/0.11/0.11/0.11{0.11|0.11 0.38|0.90|1.00|1.00 1.00 0.86 0.86/0.86 0.76 0.57|0.57|0.43 0.43/0.43/0.38/0.11 0.11
Plugs0.48W/ft2 | Weekday 0.020.02/0.02/0.02|0.02{0.32|/0.32 0.32|1.00|1.00|1.00 1.00 0.84 0.84/0.84 0.74 0.53|/0.53|0.37 0.37/0.37/0.32/0.02 0.02
Sat. 0.020.02/0.02/0.020.02{0.32|0.32 0.32|1.001.00|1.00 1.00 0.84 0.84/0.84 0.740.53|0.53|0.37 0.37/0.37/0.32/0.02 0.02
sun. 0.020.02/0.020.02|0.02{0.32|0.32 0.32|1.00|1.00|1.00 1.00 0.84 0.84/0.84 0.74 0.53|/0.53|0.37 0.37/0.37/0.32/0.02 0.02
Hol. 0.020.02/0.02/0.020.02{0.32|0.32 0.32|1.00|1.00|1.00 1.00 0.84 0.84/0.84 0.740.53|0.53|0.37 0.37/0.37/0.32/0.02 0.02
Occupancy Weekday 0.00/0.00/0.00/0.00|0.00{0.00{0.00 0.060.83/1.00|1.00 1.00 1.00 0.89/0.89 0.89 0.89|0.50|0.17 0.06 0.17/0.22/0.22 0.11
Sat. 0.000.00/0.00/0.00|0.00{0.00|0.00 0.060.83/1.00|1.00 1.00 1.00 0.89/0.89 0.89 0.89|0.50|0.17 0.06 0.17/0.22/0.22 0.11
sun. 0.000.00/0.00/0.00|0.00{0.00|0.00 0.060.83/1.00|1.00 1.00 1.00 0.89/0.89 0.89 0.89|0.50|0.17 0.06 0.17/0.22/0.22 0.11
Hol. 0.000.00/0.00/0.00|0.00{0.00|0.00 0.060.83/1.00|1.00 1.00 1.00 0.89/0.89 0.89 0.89|0.50|0.17 0.06 0.17/0.22/0.22 0.11
Food Service | Lightingl.75W/ft2 | Weekday 0.43/0.43/0.28/0.19/0.19{0.19|0.33 0.52|0.52/0.71/0.71 1.00/1.00 1.00/1.00 1.00 1.00|1.00|1.00 1.00/0.43/0.43/0.43 0.43
Sat. 0.43/0.43/0.28/0.19/0.19{0.19|0.33 0.52|0.52/0.71/0.71 1.00 1.00 1.00/1.00 1.00 1.00|1.00|1.00 1.00/0.43/0.43/0.43 0.43
sun. 0.43/0.43/0.28/0.19/0.19{0.19|0.33 0.52|0.52/0.71/0.71 1.00 1.00 1.00/1.00 1.00 1.00|1.00|1.00 1.00/0.43/0.43/0.43 0.43
Hol. 0.43/0.43/0.28/0.19/0.19{0.19|0.33 0.52|0.52/0.71/0.71 1.00 1.00 1.00/1.00 1.00 1.00|1.00|1.00 1.00/0.43/0.43/0.43 0.43
Plugs1.2wWi/ft2 Weekday 0.59/0.59/0.49/0.42/0.42|0.42|0.52 0.66 |0.660.79/0.79 1.00 1.00 1.00/1.00 1.00 1.00|1.00|1.00 1.00/0.59/0.59/0.59 0.59
Sat. 0.59/0.59/0.49/0.42|0.42|0.42|0.52 0.66 |0.66 0.79/0.79 1.00 1.00 1.00/1.00 1.00 1.00|1.00|1.00 1.00/0.59/0.59/0.59 0.59
Sun. 0.59/0.59/0.49/0.42/0.42|0.42|0.52 0.66 |0.660.79/0.79 1.00 1.00 1.00/1.00 1.00 1.00|1.00|1.00 1.00/0.59/0.59/0.59 0.59
Hol. 0.59/0.59/0.49/0.42/0.42|0.42|0.52 0.66 |0.660.79/0.79 1.00 1.00 1.00/1.00 1.00 1.00|1.00|1.00 1.00/0.59/0.59/0.59 0.59

G-6




Peak Densities| Day of Week |0 1 2 3|14]5 6 789 10 11|12 13|14 15|16 |17 |18 19 20 21 22 23
Occupancy Weekday 0.11/0.02/0.00 0.00 0.00 0.00/0.02 0.02|0.05]0.05 0.22 0.54/0.86|0.76|0.43 0.22/0.27 0.54 0.86 0.86|0.86 0.54|0.38 0.11
Sat. 0.11/0.020.00 0.00 0.000.000.02 0.02|0.05|0.05 0.22 0.540.86|0.76|0.43 0.22|0.27 | 0.54 0.86 0.86|0.86 0.54|0.38 0.11

sun. 0.11/0.020.00 0.00 0.00 0.000.02 0.02|0.05|0.05 0.22 0.540.86|0.76|0.43 0.22|0.27 |0.54 0.86 0.86|0.86 0.54|0.38 0.11

Hol. 0.11/0.020.00 0.00 0.000.000.02 0.02|0.05|0.05 0.22 0.540.86|0.76|0.43 0.22|0.27 0.54 0.86 0.86|0.86 0.54|0.38 0.11

Office Lighting1.32W/ft2 | Weekday 0.23/0.18/0.18 0.18 0.180.23/0.23 0.42{1.00|1.00 1.00 1.00/0.90|1.00|1.00 1.00|1.00|1.00 1.00 0.61|0.42/0.42/0.32 0.32
Sat. 0.18/0.18/0.18 0.18 0.180.180.23 0.23|0.46 | 0.46 0.46 0.46 0.46|0.46|0.46 0.46 0.46 0.46 0.46 0.46/0.18/0.18/0.18 0.18

sun. 0.18/0.18/0.18 0.18 0.180.18|0.23 0.23|0.46|0.46 0.46 0.46 0.46|0.46|0.46 0.46 0.46 0.46 0.46 0.46/0.18/0.18/0.18 0.18

Hol. 0.18/0.18/0.18 0.18 0.180.180.23 0.23|0.46 | 0.46 0.46 0.46 0.46|0.46|0.46 0.46 0.46 0.46 0.46 0.46/0.18/0.18/0.18 0.18

Plugs0.64W/ft2 | Weekday 0.50/0.470.47  0.470.47 0.500.50 0.63|1.00|1.00 1.00 1.00 0.94|1.00|1.00 1.00|1.00|1.00 1.00 0.75|0.63/0.63/0.56 0.56
Sat. 0.47/0.470.47 0.47 0.47 0.47 0.52 0.52{0.70/0.70  0.70 0.70 | 0.70|0.70|0.70 0.70|0.700.70 0.70 0.70|0.47 |0.47 |0.47  0.47

sun. 0.47/0.47|0.47 0.47 0.47 0.47 0.52 0.52{0.70/0.70 0.70 0.70 0.70|0.70|0.70 0.70|0.700.70 0.70 0.70|0.47 |0.47 |0.47  0.47

Hol. 0.47/0.470.47  0.47 0.470.47 0.52 0.52{0.70/0.70  0.70 0.70 | 0.70|0.70|0.70 0.70|0.70|0.70 0.70 0.70|0.47 |0.47 |0.47  0.47

Occupancy Weekday 0.05/0.05/0.00 0.00 0.00/0.00/0.11 0.21{1.00|1.00 1.00 1.00/0.53|1.00|1.00 1.00|1.00(1.00 1.00 0.32/0.11/0.11/0.11 0.11
Sat. 0.000.00/0.00  0.00/0.000.00/0.00 0.00{0.33]0.33/0.33/0.33/0.33|0.33|0.33 0.33/0.33/0.33/0.33/0.33/0.15/0.15/0.00  0.00

sun. 0.00 /0.000.00 0.00 0.000.000.00 0.00{0.33]0.330.33/0.33/0.33|0.33|0.33 0.33/0.33/0.33 0.330.33/0.15/0.15/0.00  0.00

Hol. 0.00/0.000.00 0.000.000.000.00 0.00{0.33/0.33/0.33/0.33/0.33|0.33|0.33 0.33/0.33/0.33/0.330.33/0.15/0.150.00  0.00

Retail Lighting1.88W/ft2 | Weekday 0.18/0.18/0.18 0.18 0.18 0.18/0.18 0.18|0.18/0.32 0.61 1.00|1.00|1.00|1.00 1.00|1.00|1.00 1.00 0.71/0.71/0.32/0.32 0.18
Sat. 0.18/0.18/0.18 0.18 0.180.18/0.18 0.18|0.18/0.320.61 1.001.00|1.00|1.00 1.00|1.00|1.00 1.00 0.71/0.71/0.32/0.32 0.18

sun. 0.18/0.18/0.18 0.18 0.18 0.18/0.18 0.18|0.18/0.32 0.611.001.00|1.00|1.00 1.00|1.00|1.00 1.00 0.71/0.71/0.32|0.32 0.18

Hol. 0.18/0.18/0.18 0.18 0.180.18/0.18 0.18|0.18/0.320.61 1.001.00|1.00|1.00 1.00|1.00|1.00 1.00 0.71/0.71/0.32/0.32 0.18

Plugs0.4W/ft2 Weekday 0.25/0.25/0.25 0.250.25/0.25/0.25 0.25|0.25/0.38  0.65 1.00 | 1.00|1.00|1.00 1.00|1.00|1.00 1.00 0.74|0.74/0.38/0.38 0.25
Sat. 0.25/0.25/0.25 0.250.25/0.25/0.25 0.25|0.25/0.38  0.65 1.00 | 1.00|1.00|1.00 1.00|1.00|1.00 1.00 0.74|0.74/0.38/0.38 0.25

sun. 0.25/0.25/0.25 0.250.25/0.25/0.25 0.25|0.25/0.38  0.65 1.00 | 1.00|1.00|1.00 1.00|1.00|1.00 1.00 0.74|0.74/0.38/0.38 0.25

Hol. 0.25/0.25/0.25 0.250.25/0.25/0.25 0.25|0.25/0.38 0.65 1.00 | 1.00|1.00|1.00 1.00|1.00|1.00 1.00 0.74|0.74/0.38/0.38 0.25

Occupancy Weekday 0.00/0.00/0.00 0.00 0.00 0.00/0.00 0.00{0.00/0.13 0.25 0.63/0.88|0.88|0.88 0.88|1.00/0.88 0.63 0.63/0.38/0.13/0.13 0.00
Sat. 0.000.000.00 0.000.000.000.00 0.00{0.00|0.13/0.25 0.63/0.88|0.88|0.88 0.88|1.00/0.88 0.63 0.63/0.38/0.13/0.13 0.00

sun. 0.00 /0.000.00 0.00 0.00 0.000.00 0.00{0.00|0.130.25 0.63/0.88|0.88|0.88 0.881.000.88 0.63 0.63/0.38/0.13/0.13 0.00

Hol. 0.000.000.00 0.000.000.000.00 0.00{0.00|0.13/0.25 0.63/0.88|0.88|0.88 0.88|1.00/0.88 0.63 0.63/0.38/0.13/0.13 0.00

Warehouse | Lightingl.19W/ft2 | Weekday 0.17/0.17/0.17 0.17 0.17 0.170.17 0.69|0.79/1.00 1.00 1.000.90|1.00|1.00 1.00|1.00|1.00 1.00 0.38/0.17/0.17|0.17 0.17
Sat. 0.17/0.17/0.17 0.17 0.17 0.170.17  0.69{0.79|1.00 1.00 1.000.90|1.00|1.00 1.00|1.00|1.00 1.00 0.38|0.17/0.17|0.17 0.17

sun. 0.17/0.17/0.17 0.17 0.17 0.170.17 0.69|0.79|1.00 1.00 1.00 0.90|1.00|1.00 1.00|1.00|1.00 1.00 0.38/0.17/0.17|0.17 0.17

Hol. 0.17/0.17/0.17 0.17 0.17 0.170.17  0.69{0.79|1.00 1.00 1.000.90|1.00|1.00 1.00|1.00|1.00 1.00 0.38|0.17/0.17|0.17 0.17

Plugs0.15W/ft2 | Weekday 0.67/0.670.67 0.67 0.67 0.670.67 0.88/0.92|1.00 1.00 1.00 0.96|1.00|1.00 1.00|1.00|1.00 0.75 0.67|0.67 0.67|0.67 0.67
Sat. 0.67/0.67 |0.67 0.67 0.67 0.67 0.67 0.88(0.92|1.00 1.00 1.00/0.96|1.00|1.00 1.00|1.00|1.00 0.75 0.67|0.67 0.67|0.67 0.67

sun. 0.67/0.67 |0.67 0.67 0.67 0.670.67 0.88/0.92|1.00 1.00 1.00 0.96|1.00|1.00 1.00|1.00|1.00 0.75 0.67|0.67 0.670.67 0.67

Hol. 0.67/0.67 |0.67 0.67 0.67 0.67 0.67 0.88/0.92|/1.00 1.00 1.00 0.96|1.00|1.00 1.00|1.00|1.00 0.75 0.67|0.67 0.67|0.67 0.67

Occupancy Weekday 0.10/0.10/0.10 0.10/0.10/0.10/0.10 0.21{0.79/1.00 1.00 1.00 0.58|1.00|1.00 1.00|1.00|0.95 0.95 0.26|0.10/0.10(0.10 0.10
Sat. 0.10/0.10/0.10 0.10 0.10/0.10/0.10 0.21{0.79|1.00 1.00 1.000.58|1.00|1.00 1.00|1.00|0.95 0.95 0.26|0.10/0.10(0.10 0.10

sun. 0.10/0.10/0.10 0.10 0.10/0.10/0.10 0.21{0.79|1.00 1.00 1.00 0.58|1.00|1.00 1.00|1.00|0.95 0.95 0.26|0.10/0.10/0.10 0.10

Hol. 0.10/0.10/0.10 0.10 0.10/0.10/0.10 0.21{0.79|1.00 1.00 1.000.58|1.00|1.00 1.00|1.00|0.95 0.95 0.26|0.10/0.10/0.10 0.10

Lodging | Lightingl.54W/ft2 | Weekday 0.22/0.17/0.11 0.11/0.11/0.22 | 0.44 0.56|0.44|0.44  0.28 0.28 0.28|0.28|0.28 0.280.28 0.28 0.67 0.89/1.00/0.89|0.67 0.33
Sat. 0.260.260.11 0.11/0.11/0.11/0.41 0.41|0.56|0.56 0.41/0.33/0.33|0.33|0.33 0.33/0.33/0.330.85/1.00(1.00(1.00(0.85 0.41

Sun. 0.22/0.22/0.11 0.11/0.11/0.11/0.22 0.33|0.33|0.220.22 | 0.22|0.22|0.11|0.11 0.11|0.11|0.11  0.44 0.67 |0.78|0.56 |0.44 0.22

Hol. 0.22/0.22/0.11/0.11/0.11/0.11/0.22 0.33|0.33/0.220.22 | 0.22|0.22|0.11|0.11 0.11/0.11|0.11 | 0.44 0.67 |0.78|0.56 |0.44  0.22

Plugs0.23W/ft2 | Weekday 0.51/0.480.44 0.44 0.44/0.51/0.65 0.72|0.65|0.65 0.55 0.55|0.55|0.55|0.55 0.55|0.55|0.55 0.79 0.93/1.00/0.93/0.79 0.58
Sat. 0.50/0.500.44 0.440.440.44/0.56 0.56|0.61|0.61 0.56 0.53/0.53|0.53|0.53 0.53/0.53/0.53/0.72/0.78|0.78/0.78/0.72 0.56

Sun. 0.56 |0.56 |0.49 0.49 0.49 0.490.56 0.62|0.62|0.56 0.56 0.56 0.56|0.49|0.49 0.49|0.49 0.49 0.69 0.82|0.89/0.76/0.69 0.56

Hol. 0.56 |0.56 0.49 0.49 0.49 0.490.56 0.62|0.62|0.56 0.56 0.56 0.56|0.49|0.49 0.49/0.49/0.49 0.69 0.82/0.890.76/0.69 0.56
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